NOTE:

1. EXPOSED CORPORATION STOP SHALL BE

SECURELY LOCKED AT ALL TIMES.

2. BURIED CORPORATION STOP SHALL BE TURNED OFF,
BLOW OFF REMOVED, AND CORPORATION STOP
PLUGGED WITH A BRASS PLUG AFTER WATER

SAMPLES HAVE PASSED.

3. THE SAMPLING STATION MUST BE SUPPORTED
A MINIMUM OF 18" ABOVE GROUND.

4. SERVICE LATERALS MAY BE USED AS TEMPORARY
SAMPLING STATIONS IF THE SAME RISER

CONFIGURATION IS INSTALLED FOR TEMPORARY USE. LOCK
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